TABLE 302. 3.3
REQUI RED SEPARATI ON OF M XED OCCUPANCI ES ( HOURS) ?

USE [AL A2 [A3 A4 A5 B [E|FL1[F2|HL|[H2][H3 W4 |[H5[1-1]1-2][1-3[1-4[M][RL|[R2]|R3[SLI][S [U
R-4 2
Al |- 2 2 2 2 2 |2 [3 2 NP | 4 3 2 2 2 2 2 2 2 |2 2 2 3 2 |1
AT - 2 2 2 2 |2 |3 2 NP | 4 3 2 Z 2 2 2 2 2 |2 2 2 3 2 |1
2
AT - - 2 2 2 |2 [3 2 NP | 4 3 2 2 2 2 2 2 2 |2 2 2 3 2 |1
3 ,
A4 |- - - - 2 2 |2 [3 2 NP | 4 3 2 2 2 2 2 2 2 |2 2 2 3 2 |1
A5 |- - - - - 2 |2 [3 2 NP | 4 3 2 2 2 2 2 2 2 |2 2 2 3 2 |1
B |- - - - - -~ |2 [3 2 NP | 2 1 1 1 2 2 2 2 2 |2 2 2 3 2 |1
E - - - - - - - [3 2 NP | 4 3 2 3 2 2 2 2 2 |2 2 2 3 2 |1
F-1 |- - - - - N I 3 NP | 2 1 1 1 3 3 3 3 3 |3 3 3 3 3 |3
F-2 |- - - - - N R - NP | 2 1 1 1 2 2 2 2 2 |2 2 2 3 2 |1
H1 |- - - - - N I - NP |[NP [NP |[NP [NP |[NP |[NP |[NP [NP|NP | NP [NP | NP | NP | NP
H2 |- - - - - e - - 1 2 2 4 4 4 4 2 | 4 4 4 2 2 |1
H3 |- - - - - - I~ - - - - 1 1 2 3 3 3 1 |3 3 3 1 1 |1
Ha |- N N - - N I - - - - - 1 2 2 2 2 1 |4 2 4 1 1 |1
H5 |- N N - - N I - - - - - - 2 4 4 3 1 |4 4 4 1 1 |3
-1 |- N N - - N I - - - - - - - 2 2 2 2 |2 2 2 4 3 |2
-2 |- N N - - N I - - - - - - - - 2 2 2 |2 2 2 3 2 |1
-3 |- - - - - B I - - - - - - - - - 2 2 |2 2 2 3 2 |1
-4 |- N N N - N I - - - - - - - - - - 2 |2 2 2 3 2 |1
M- N N N N N I - - - - - - - - - - -2 2 2 3 2 |1
R1|- - - - - N R - - - - - - - - - - - 2 2 3 2 |1
R2 |- - - - - N I - - - - - - - - - - - - 2 3 2 |1
R3 |- N N N N S R I - - - - - - - - - - . - 3 29 | 1°
R-4
S1 |- - - - - N I - - - - - - - - - - B - - - 3 |3
2C
U - - - - - - - - - - - - - - - - - - - - - - - - -

For Sl: 1 square foot = 0.0929 nf.

NP = Not permtted.

a. See Section 302.3.3 for reductions permtted.

b. COccupancy separation need not be provided for incidental storage areas within Groups B and Mif the:
1. Area is less than 10 percent of the floor area, or
2. Area is provided with an automatic fire-extinguishing systemand is |less than 3,000 square feet, or
3. Area is less than 1,000 square feet.

c. Areas used only for private or pleasure vehicles may reduce separation by 1 hour.

d. Accessory assenbly areas are not considered separate occupancies if the floor area is 750 square feet or |ess.

e. Assenbly uses accessory to Group E are not considered separate occupancies.

f. Accessory religious educational roons and religious auditoriuns with occupant |oads of |less than 100 are not consi dered separate
occupanci es.

g. See exception to Section 302.3. 3.

h. Commercial kitchens need not be separated fromthe restaurant seating areas that they serve.



